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WW.ALBERTA.COM.MT
Certificate of Inspection
Date ‘ 01/07/20200
Job / Service Report No. s
Vessel Name SAMURA]I
REG Number 13592
Certificate Number EXT_072_20
Fire extinguishers serviced on the spot .
Validity of this Certificate 1 year
Qty Description l Capacity Fire class Working
Kg / Ltrs codes
2 DRY POWDER 2.0 ABC 1
|

We hereby certify that the Fire Extinguishers above have been inspected and serviced and
left in good working condition.

\
\
‘ Description of working codes:

1 = Inspection | 2 = Reéfill 3 = Hydrostatic Test

4 = New Seal 5 = Repaint 6 = Nitrogen Refilling

7 = New O Ring 8 = Recycled Contents 9 = New Cartridge

10 = New Valve 11 = Pressure Gauge Replaced 12 = Safety Pin

13 = Rejected 14 = Internally Cleaned | 15 = New Spindle Valve |
16 = Syphon Tube 17 = Safety Valve 18 = Hose pipe Replaced

| .19 = Co2 Hose & Horn | 20 = Instruction Label

- HORACE FAVA
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